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Vi rekommenderar att installationen gšres enligt branschreglerna ÒSŠker VatteninstallationÓ
We recommend to install according to trade regulation ÒSŠker VatteninstallationÓ ( Safe waterinstallation)



Installation
Clean the pipes
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Installation
Mounting

Max 25°
Min 5°Max 80°

Min 50°

Max 1000 kPa (10 bar)
Min 50 kPa
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Installation
Clean the pipes

Installation
Mounting
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Installation/Service
Temp adjustment
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100% 50%

PushUse - Water flow
(NAUTIC only)

Installation/Service
Adjustment water saving
(NAUTIC only)
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Installation/Service
Limit temperature (Max hot)
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Service
Replacing cartridge
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Service
Replacing cartridge
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Service
Replacing upper head
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